VERMEER Member of the VE GROUP
<Y THERMEX

STEP 1 : DRY FIT

Check location and orientation Check Bolt—on heating
of elements against this drawing jacket on the valve
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INSTALLATION GUIDE

STEP 2 : APPLICATION OF MASTIC
Do not mix with water or dilute

Bunschotenweg 110 | 3089 KC Rotterdam | 010 429 9666 | info@vermeerthermex.nl



VERMEER Member of the VE GROUP
<Y THERMEX

STEP 3 : INSTALLATION OF BOLT—ON HEATING SYSTEM

BAND-IT
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VERMEER Member of the VE GROUP
<Y THERMEX

STEP 4 :INSTALLATION OF

STEP S : FINAL CIRCUITRY

TO UNIQUE FROM

STEAM STEAM
TRAP SUPPLY

INSULATION :

Completely insulated : all in—line instruments, valves,
flanges and supports !!!
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